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LAYOUT NOTES

@ 120/230VAC 20—AMP, E—POWER CIRCUIT, CONDUIT, AND WIRING FOR SECURITY EQUIPMENT BY

ELECTRICIAN.

MOUNT VENT KITS ON FRONT OF BATTERY ENCLOSURES AND ON BOTH SIDES OF CONTROLLER PANEL

CABINET.
3. PROVIDE 3'—11" CLEAR SPACE IN FRONT OF PLYWOOD.

UTC SECURITY, PICTURE PERFECT, TWO MICRO/5'S
32 READER, FOUR 8RP BOARDS
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